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Score the oversleeve with a razor blade.
Be careful not to cut all the way through the oversleeve
to the substrate below.

Heat the scored tubing with heat source (heat gun or
flameless heating tool).

While still warm, use needle-nose pliers to pry open one edge
of the tubing along the entire scored length. 

Let the sleeve cool slightly and then use needle-nose pliers to
peel the tubing away from the connectors. This is easier to
accomplish if you turn the pliers as you pull the tubing away.
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Installation Instructions

Oversleeve Removal
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WARNING: Overheating heat-shrinkable tubes will produce
fumes that may cause irritation. Use adequate ventilation and
avoid charring or burning. Consult MSDS for further
information.

After removing the oversleeve, the male spinner on the metal
connector may stick to the residual adhesive. Pliers can be
used to free the spinner ring and separate the connector pair.

5


